
Ann Arbor Public Schools
Lead Drinking Water Analysis 

Project Number: AE220030

Sample # Location Type¹
Time 

Collected

Internal 
Action 
Level 
(ug/L)

Lead 
Results 
(ug/L)

Aerator 
Present  

Y/N
Notes

Logan ES-02
Teacher's Lounge, Combination Sink, Glass 
Filler

C 8:13 AM 5 ND³ Yes First Draw, Filtered. 

Logan ES-07 Room 324, Combination Sink, Glass Filler C 8:02 AM 5 ND Yes First Draw, Filtered. 

Logan ES-14 Room 326, Combination Sink, Glass Filler C 7:59 AM 5 ND Yes First Draw, Filtered. 

Logan ES-22 Room 333, Combination Sink, Glass Filler C 7:55 AM 5 ND Yes First Draw, Filtered. 

Logan ES-29 Room 224, Combination Sink, Glass Filler C 8:22 AM 5 ND Yes First Draw, Filtered. 

Logan ES-36 Room 236, Combination Sink, Glass Filler C 8:17 AM 5 ND Yes First Draw, Filtered. 

Logan Elementary School

Date of Sampling:  January 22, 2022
Sampler:  Sabrina Fouche

Action Level >5ppb
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Logan ES-41 Room 241, Combination Sink, Glass Filler C 8:19 AM 5 ND Yes First Draw, Filtered. 

Logan ES-49
Kitchen, 3-Compartment Sink, Add On, Far 
Right, Glass Filler

KF 8:06 AM 5 ND Yes First Draw, Filtered. 

Logan ES-51
Media Center, Outside Room C-324, 
Hydration Station, Bottle Fill  

HS 8:32 AM 5 ND Yes First Draw, Filtered. 

Logan ES-55
Multi-Use/Cafeteria, Small Outside 
Kitchen Door, Hydration Station, Bottle Fill

HS 8:09 AM 5 ND Yes First Draw, Filtered. 

Action Level >5ppb
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